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ADDENDUM NO.: 1

PROJECT: Crisis Pregnancy Center
530 Wabash Ave
Terre Haute, Indiana

PROJECT NO.: 14133
DATE: March 18, 2015
BY: Curt Schriner

This Addendum is issued in accordance with the provisions of “The General Conditions
of the Contract for Construction,” Article 1, “Contract Documents” and becomes a part
of the Contract Documents as provided there in. This Addendum includes:

A. Addendum Pages:  ADD 1-1 thru ADD 1-2

PART 1 — DRAWINGS

Sheet A202 — Finish Plan
= VWC2 to be Sondra Alexander — Cabana; Tropicana, CB24-40. Reference
attached drawing.
= Lumicor panel system to be deleted from project scope

Sheet A203 — Interior Elevations
= Elevations 01, 04, 05. Delete Lumicor panel system

Sheet A204 — Interior Details
= Sections 01, 02. Delete Lumicor panel system

Sheet E102 — Electrical Lighting
= |nstall exterior floodlight fixture above secondary lobby entrance door.
= Install two (2) junction boxes at the Southeast corner; one along 6" street and
the other along Wabash Avenue for exterior signage. Signage and elevation to
be coordinated with tenant and owner.

Sheet M101 — Mechanical HVAC
= Furnace to be suspended from supports fastened to each wall in Janitor’s
Closet. Suspension from the slab above is not allowed.

Sheet M102 — Mechanical Roof
» Revised locations of condensing units to be coordinated and aligned with all
other rooftop equipment.

Sheet P101 — Plumbing — Water/Gas
=  Water heater to be suspended from supports fastened to each wall in the
Janitors Closet. Suspension from the slab above is not allowed.
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Supplemental Drawing — Podium Attachment
= Any penetration deeper than 2” into any slab should be X-rayed to avoid rebar.
Drilling should be no deeper than %" of concrete at a time.

End of Addendum #1
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WIRE PULLS /[

30"
2-10" AS NOTED

SIDE WALL: MELAMINE
ON 3/4"
PARTICLEBOARD ——

BLOCKING: 3/4"

CONTINUOUS
\ SEMI-EXPOSED

—EH 5/8" PARTICLEBOARD
BACKING: 1/4"

ud POLYBOARD ——————=

:SB'¥ CONCEALED
HINGE

w Scale: 1" = 1-0"

6"

\ ACT1
I 3/4" MELAMINE SHELVES
ADJUSTABLE METAL
| BRACKETS
3 2 I
——
\ METAL CHANNELS WITH ADJUSTMENT
K SLOTS FOR BRACKETS
: PROVIDE 2X BLOCKING AS
REQUIRED FOR SHELVING

5/8" GYP. BOARD ON 3-5/8"
METAL STUDS @ 16" O.C.

20"
/ /

4" VINYL BASE; RB1

703 \Section Detail

w Scale: 1/2" = 1'-0"

PLASTIC LAMINATE ON 3/4" A+ BLOCKING: 3/4"
%| PARTICLEBOARD 3 CONTINUOUS
2-0" OR 1'-8" AS INDICATED ON PLAN L
7

706 \Cabinet Detail: Drawer

w Scale: 1" = 1-0"

6"

\ 3-5/8" METAL STUD

KICKER TO DECK

10"

O

56"

9,0..
vz | o

ACT1

DELETE LUMICOR FROM PROJECT SCOPE

/ PROVIDE 1-1/2" P.LAM TOP - PL2

3-6"

o4

PROVIDE METAL BRACKETS @
3-0" 0.C. MAX. PROVIDE BLOCKING
AS REQUIRED

5/8" GYP. BOARD ON 3-5/8"
METAL STUDS @ 16" O.C.

4" VINYL BASE; RB1

702 \Section Detail

w Scale: 1/2" = 1'-0"

COUNTERTOP:
PLASTIC LAMINATE
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Indiana . 46240

317.842.8500
[p] 317. 842.8500 [f] 317.842.8877
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CERTIFIED BY.

2-1" OR 1'-9" AS INDICATED ON PLAN

UNLESS NOTED
OTHERWISE

SPLASH:
PLASTIC LAMINATE
UNLESS NOTED OTHERWISE

DOOR/DRAWER FACE:

\ S~ 3/4" SLIDE SUPPORT

%| PLASTIC LAMINATE ON = -
- BLOCKING: 3/4 1
3/4" PARTICLEBOARD BLOCKING: =
‘x— SEMI-EXPOSED
WIRE PULLS /[ — 5/8" PARTICLEBOARD
e
b
SHELF: 3/4" POLY- i
N N 7
SHELF CLIP ‘
SIDE WALL: MELAMINE =
ON 3/4' . PLASTIC LAMINATE  —5———=
PARTICLEBOARD o5
DRILLED HOLES = CONGEALED |
2'ONCENTER ~————
PLASTIC LAMINATE ON 3/4" | BLOCKING: 3/4"
%| PARTICLEBOARD T CONTINUOUS
2-0" OR 1-8" AS INDICATED ON PLAN |,
7

7705 \Cabinet Detail; Drawer

w Scale: 1" = 1-0"

6"

\ 3-5/8" METAL STUD

KICKER TO DECK

2.0"

36"

9.0"

ACT1

DELETE LUMICOR FROM PROJECT SCOPE

1o

/ PROVIDE 1-1/2" P.LAM TOP - PL2

36"

2v_4n

PROVIDE METAL BRACKETS @

AS REQUIRED

5/8" GYP. BOARD ON 3-5/8"
~_ METAL STUDS @ 16" O.C.

4" VINYL BASE; RB1

COPYRIGHT: Architects Forum, LLC expressly reserves the common
law copyright and other property rights in these plans. These plans
are not to be reproduced in any form or manner, nor assigned to any
third party, without first obtaining the expressed permission and
consent of Architects Forum, LLC.
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LIGHT FIXTURE SCHEDULE = M
SYMBOL | TYPE MANUFACTURE MODEL NO. NOTES 40" 184" 308" 420" " ‘
F1 2X2 LIGHT FIXTURE LITHONIA 2GT82U316A12MVOLT-6EB10IS ' ' -‘- 'ﬁl
2 TUBE i
F1E 2X2 W/INVERTER LITHONIA W/PSQ500QD UNSWITCHED FIXTURE W/EMERGENCY INVERTER. : F !
F2 2X4 LIGHT FIXTURE LITHONIA 2GT8332A12MVOLT-1/3 GEB10IS
3 TUBE RECEIVING/
F3 CAN LIGHT LED LITHONIA DOM 6LED SJ:’;L%"RAGE .
X2
C CONVERTIBLE DRUM KICHLER 42122NI LARGE CONVERTIBLE DRUM PENDANT. \ 3
PENDANT > e 5
M MASKROS PENDANT LAMP| IKEA 701.904.50 INSTALLED IN A CLUSTER AT VARYING HEIGHTS. L\L &
g J CARQLS
T1 ROTTELO 6 LIGHT TRACK | EGLO 200095A FOOTAGE OF TRACK AS SCALED ON DRAWING. gy it / X
LIGHTING KIT ‘ A Il B JEL
T2 3 LIGHT RECESSED CAN EUROFASE TE133-22 WHITE - THESE FIXTURES ARE FOR IF NEEDED. ‘ CONAAN NN STORAGE /3_ % | ]
S o 894955, At by CERTIFIED BY
X1 EXIT LIGHT LED ISOLITE DCL-R1-WWHO CLEAR ACRYLIC WITH GREEN LED. === “ —= = - — —
B I SRR S . il ] o ot O o oty Mt ke o, T
’ . . .~ Hd S ’ ' are not to be reproduced in any form or manner, nor assigned to any
X2 EXTERIOR LIGHT LITHONIA ELANXHO606 S S e - EWL s of ycamr Egreaig. e P nd
b F 3o S F3o G Fap S F3p o U ) MENTOR
I Io Flo Fio | |© 0 il =L
X2 . ) %% l ‘
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AN \ QF’G} A 3 /f’" ADDENDUM 1: U
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l | X ;P J : [ -
| /\ //_ 126 \\A‘ :\IIM{?“ Z m > %
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F1§
LTRASOUND

S0 NOTES: °
MECHANICAL SCHEDULE o o S0 o \
LABEL SIZE | UNIT VOLTAGE| INFO NOTES MODEL NO. WEIGHT | 5 I & m#ﬁEEEﬁfggfggﬂ;&ﬂggfgﬁﬂ}gi '?g?)N UP TO ROOF ; \
EF1 150 CFM | EXHAUST FAN 120 1" STATIC |INLINE FAN ) (2) FRESH AIR INTAKE SHALL BE 12" X 8" WITH BIRD ’ ° \
EF1 450 CFM | EXHAUST FAN 120  11/2" STATIC|IINLINE FAN 2 SCREENS AND LOUVER. CONTROLS OF MECHANICAL . -
- LOUVER SHALL CLOSE WHEN OUTSIDE AIR
FRN 1 3200 CFM FURNACE 120 |CARRIER |2 SYSTEM CONCENTRIC UNIT 59SC2C080S21-20 TEMPERATURE IS BELOW 35°F -
. ] |
FRN 2 1600 CFM [FURNACE 120 |CARRIER |CONCENTRIC UNIT-HORIZONTALLY HUNG | 59SC2060S17-16 (3) FRESH AIR INTAKE DUCT SHALL BE EXTERNALLY o
g INSULATED. $
FRN 3 2000 CFM [FURNACE 120 |CARRIER |CONCENTRIC UNIT 59SC2C080S21-20 g PROVIDE EXHAUST AIR LOUVER IN OUTSIDE WALL. m o
FRN 4 2400 CFM  FURNACE 120 |CARRIER |2 SYSTEM CONCENTRIC UNIT 59SC2C060S17-16 ] (5) INSTALL SEPARATION BETWEEN OA INTAKES FROM GAS i)
VENT PIPING OF AT LEAST 6 FT. &
CU 1 8 TON CONDENSING 208 3PH ICARRIER |2 -4 TON UNITS, LOW AMBIENT, TOUCH PAD 24BB24A005 186 POUNDS PER 5 MECHANICAL CONTRACTOR TO CONEIRM ALL EXISTING ui
UNIT STAT EACH 4 TON UNIT 2 CONDITIONS AND DENOTE THAT BID INCLUDES ALL
CuU?2 4 TON CONDENSING 208 3PH ICARRIER |LOW AMBIENT, TOUCH PAD STAT 24ABB348A005 186 POUNDS // g D WORK.
UNIT 199) %% / il (7) FURNACE 2 IS TO BE MOUNTED-TO GEILING SUSPENDED
CU 3 5 TON CONDENSING 208 3PH ICARRIER |LOW AMBIENT, TOUCH PAD STAT 24ABB360A005 190 POUNDS | A0l FROM SUPPORTS FASTENED TO EACH WALL OF THE
UNIT ‘ A 555 — K JANITORS CLOSET WITH DRIP PAN ATTACHED BENEATH
CU 4 6 TON CONDENSING 208 3PH ICARRIER |2-3 TON UNITS, LOW AMBIENT, TOUCH PAD 24ABB336A005 141 POUNDS PER . \\ FOR ACCESS TO UTILITY SINK. SEE NOTE ADDENDUM 1.
UNIT STAT EACH 3 TON UNIT - i _
CERTIFIED BY.
COPYRIGI-!T: Sycamore Engineering expljessly reserves the common
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57|_0|v

4|_0|v 18l_4|l 30!_8" 4!_0"

o /

PLAN NOTES:

4!_0"

7

1.  MECHANICAL CONTRACTOR SHALL PROVIDE SUPPORTS FOR
CONDENSING UNITS AND COORDINATE FLASHING WITH
ROOFER.

2. MECHANICAL CONTRACTOR SHALL PROVIDE CURB AND CAP
ATOP CHASE TO ALLOW REFRIGERANT PIPING, ELECTRICAL
POWER.

3. ELECTRICAL CONTRACTOR SHALL FURNISH 30A-3P N3R NF
DISCONNECT FOR EACH CONDENSING UNIT - (6 TOTAL).

4. ELECTRICAL CONTRACTOR SHALL PROVIDE CONTROL WIRING
BETWEEN EACH FURNACE AND CONDENSING UNIT PLUS
THERMOSTAT WIRING.

5. ALL PENETRATIONS SHALL BE COORDINATED WITH LANDLORD
ROOFING CONTRACTOR: RICHARD HEDGE, SYNERGY
CONSTRUCTION CORP, (317) 750-8618,
SYNERGYCC@SBCGLOBAL.NET.

more

ngineering

L2

25'-0"

Sy

CERTIFIED BY.

COPYRIGHT: Sycamore Engineering expressly reserves the common
law copyright and other property rights in these plans. These plans
are not to be reproduced in any form or manner, nor assigned to any
third party, without first obtaining the expressed permission and
consent of Sycamore Engineering.

26'-0"

[| o A
N

12 x 24 CHASE

U N~
2 o
D~
< > <t
o
4 o 8
> =
Oz
e cu3 cu2 e ||| -g E
3-#10, 1-W 3-#10, 1-#12 m 9+ &S
Cu4 cu1 ) u- '% -—
1"C 1"c , ADDENDUM 1 ; -
4412 f,j#go' 14412 RELOCATED :GI:U
1"C 6-#10. 1-#12 (V) 8
(_ﬂ 5 2
] E
a'd =

26'-0"

KRS
TTD

26'-0"
DRAWN BY.
CHECKED BY.

03/16/2015

JANUARY 20, 2015

:
|
L
[
L.

30'-8" 30'-8" 30'-8" 3'-9 3/8"

158'-6 7/8"

ADDENDUM 1

DATE:

= |MECHANICAL-ROOF

N

7« Partial First Floor HVAC Roof Plan 4
w Scale: 1/8" = 1-0" NORTH




57'-0"
PLUMBING SCHEDULE 40" 184" 208" 4o °
SUGGESTED MODEL / MAY SUBSTITUTE | i ; \
DF1 DRINKING FOUNTAIN BITEREL DRINKING FOUNTAIN ELKAY EHWM217C \
UR1 URINAL WALL MOUNTED FLUSH VALVE AMERICAN STANDARD 6590.001 . °
URINAL 0.5GPF FLUSH VALVE 6045.051.002 % PLAN NOTES:
WC1 WATER CLOSET ADA FLOOR MOUNTED FLUSH VALVE AMERICAN STANDARD 2857.128 - )
TOILET 1.28 GPF FLUSH VALVE 6047.14 1) COLD WATER LINE TAPPED FROM ISTING CAP . THIS AREA. &=
WC2 WATER CLOSET FLOOR MOUNTED FLUSH VALVE AMERICAN STANDARD 2855.111 RECEIVING!/ @ WATER HEATER SHALL BE 30 GALLON COMPACT STYLE. SUSPEND IN THE "=
TOILET 1.1GPF FLUSH VALVE 6047.111 SUPPLY STORAGE JANITOR'S ROOM WITH DRIP PAN UNDERNEATH. SEE ADDENDUM NOTE 1. g
SK1 SINK STAINLESS SINGLE BOWL WITH ELKAY LR1716 PACKAGE KIT 3 ANICAL TONTRACTOR TO COORDINATE INSTALLATION OF GA
GOOSENECK PADDLE FAUCET - METER WITH VECTREN ENERGY. .E
SK2 SINK - KITCHEN STAINLESS SINGLE BOWL 25"x21" ELKAY DLR252110 \ _ @ PLUMBING CONTRACTOR TO CONFIRM ALL EXISTING CONDITIONS AND 5
WITH GOOSENECK SINGLE HANDLE o DENOTE THAT BID INCLUDES ALL REQUIRED WORK. o
Te]
FAUCET « G) LANDLORD WILL PROVIDE 1 %" DOMESTIC WATER SUBMETER AND WIRE 1]
LAV1 LAVATORY ADA WALL HUNG ADA WITH KNEE GUARD  |INTEGRAL BOWLS WITH AMERICAN // CAROLS READER TO BE INSTALLED BY MECHANICAL CONTRACTOR.
SHROUD STANDARD FAUCET 7420.801.002 %9 Vi / PLACE
LCAV2 LAVATORY COUNTERTOP SINK WITH KNEE AMERICAN STANDARD 3004.207 WITH | ) )
GUARD SHROUD FAUCET 2555.101 | A e '
WH WATER HEATER 30 GALLON COMPACT STYLE, GAS FIRED, AN N 6% =
SUSPENDED WITH DRIP PAN A 7 3 \ SYMBOLS LIST:
UNDERNEATH - -
J bk | SHUT OFF VALVE CERTIFIED BY.
MP MOP SINK MOP SERVICE SINK WITH ELKAY WALL |MS-2424 SWAN WITH LKB940C FAUCET - T T T T 7 —_— COPRIHT anoreEgheigopresty s e connen
MOUNT CENTER BUCKET FAUCET | | MENTOR i oy, ittt obtanng the expresed permisonand
ALL FIXTURES SHALL BE WHITE IN COLOR. ‘ ‘ | cosetof Syarere Engcerig,
‘ ‘ 131 L - -
‘ CONFERENCE ‘ EWYL \ g
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| | &
§§Q
| | ‘ £°5 o
N _| i
‘ EWYL L
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N K 130 —
KITCHEN LOBBY
ADDENDUM 1: : U N~
JANITOR 128: THE WATER HEATER MUST BE SUSPENDED FROM — _ 2"Cw s i 1 DF1 Z o
SUPPORTS FASTENED TO EACH WALL OF THE JANITORS | ' - = a \ i OO
CLOSET. NO SUSPENSION FROM THE SLAB ABOVE IS ALLOWED. \ | I 3\0 < g '\
‘ 3 wet [BwcaBycg| LAVT LAV e a2 r— <r
md IANAN PN 3 Z o ©
WATER | 5K2 \ WOMEN ® > <
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2 { : 124 I l I <
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| } z s, REGULATOR ARCHITECT PRIOR TO INSTALLATION. W) E
gl |||z L ngf ] : Va Jr | <
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Adam Fischer

From: Patrick Batterton <pbatterton@integritystructural.com>

Sent: Thursday, November 06, 2014 4:.03 PM

To: Adam Fischer

Subject: RE: 500 Wabash - Ground Floor Tenant HVAC

Attachments: 14015 - M-201 - FIRST FLOOR PLAN - MECHANICAL-Model.pdf
Adam,

To keep the response streamlined, please see our answers in bolded red. Thank you and have a good day!

a. OK. Soone of those plates at each of the unit’s four corners? (Correct, (1) plate at each corner of unit).

b. Do we have flexibility in placement of the unit, or can they only be hung in the locations anticipated with
that early mechanical plan? (Our design is based off the early locations of the attached plan; there is some
leeway to move as needed, however a few guidelines: 1) Units may not be within 6’-6” in any direction from
face of column [essentially a 13’-0” square around columns/dropheads]. 2) Units may not be within 5’-0”
from face of wall. 3) Verify rebars and tendons are not cut/drilled during installation process)

€. What is the maximum weight each unit can be? (Connections were designed under the assumption each
unit would weigh no greater than 800 pounds)

Thank you,

Patrick Batterton
Integrity Structural Corp.
12777 Jones Road #388
Houston Texas 77070
281-894-7099

From: Adam Fischer [mailto:afischer@thompsonthrift.com]
Sent: Thursday, November 06, 2014 2:42 PM

To: Patrick Batterton

Subject: RE: 500 Wabash - Ground Floor Tenant HVAC

OK. So one of those plates at each of the unit’s four corners. Do we have flexibility in placement of the unit, or can they
only be hung in the locations anticipated with that early mechanical plan? What is the maximum weight each unit can
be?

From: Patrick Batterton [mailto:pbatterton@integritystructural.com]
Sent: Thursday, November 06, 2014 3:30 PM

To: Adam Fischer
Subject: RE: 500 Wabash - Ground Floor Tenant HVAC



LOC-N

TVOINVHOIW
Nv1d
JOO0Td LSHId

Ty LTEHE

]
Y102 ‘92 HOHVI
138 INGRND0A SSTUO0U

N7

NV ADI

Inn

o e e 4 LZ)

05 NG sy msegas L

108/% NI ‘aneH eus|
enueAy Useqem 005

HSVEVM 008

0w ma O
SAION NV1d

« 240n MR 1

SAUON VaINIS

HINON

SN9iy>e1 LUNO Qawrss¥ (V14 ATava

._<U__Z<_._Om_2 - NV1d 00T LSyl




—--—---

INTTHILYN
INNHILYN

) el
(5 9 onad
= = L §§§a§
#ooe #ooe Mol
U ER
N B8
:%,

0 I._ s le\_

4 4



B s
pit L
[, Ee
1soioc B
oy
e
ok W.&.&W 01
%ﬁ PR L L Q
[eoi]

YONZ
eEEe e

30,3 vowe =

N

(5.8 Doy

o-1]°= ...z_

!_______

g8

INMHOLYN





