
Dansk standard DS/EN IEC 62828-1:2018

Referencebetingelser og testning af transmittere 
til industri- og procesmåling – Del 1: Generelle 
procedurer for alle typer transmittere

Reference conditions and procedures for testing 
industrial and process measurement transmitters – 
Part 1: General procedures for all types of transmitters

2018-02-15

DANSK STANDARD
Danish Standards Association

Göteborg Plads 1
DK-2150 Nordhavn

Tel: +45 39 96 61 01
Tel: +45 39 96 61 01

dansk.standard@ds.dk
www.ds.dk

© Dansk Standard - Eftertryk uden tilladelse forbudt

This is a preview of "DS/EN IEC 62828-1:20...". Click here to purchase the full version from the ANSI store.

https://webstore.ansi.org/Standards/DS/DSENIEC628282018?source=preview


DS/EN IEC 62828-1:2018
København
DS projekt: M297689
ICS: 17.020; 25.040.40

DS-publikationstyper
Dansk Standard udgiver forskellige publikationstyper.
Typen på denne publikation fremgår af forsiden.

Der kan være tale om:
Dansk standard
• standard, der er udarbejdet på nationalt niveau, eller som er baseret på et andet lands nationale standard, eller
• standard, der er udarbejdet på internationalt og/eller europæisk niveau, og som har fået status som dansk standard
DS-information
• publikation, der er udarbejdet på nationalt niveau, og som ikke har opnået status som standard, eller
• publikation, der er udarbejdet på internationalt og/eller europæisk niveau, og som ikke har fået status som 

standard, fx en teknisk rapport, eller
• europæisk præstandard
DS-håndbog
• samling af standarder, eventuelt suppleret med informativt materiale
DS-hæfte
• publikation med informativt materiale

Til disse publikationstyper kan endvidere udgives
• tillæg og rettelsesblade

DS-publikationsform
Publikationstyperne udgives i forskellig form som henholdsvis

• fuldtekstpublikation (publikationen er trykt i sin helhed)
• godkendelsesblad (publipukationen leveres i kopi med et trykt DS-omslag)
• elektronisk (publikationen leveres på et elektronisk medie)

DS-betegnelse
Alle DS-publikationers betegnelse begynder med DS efterfulgt af et eller flere præfikser og et nr., fx DS 383, DS/EN 5414 osv. Hvis 
der efter nr. er angivet et A eller Cor, betyder det, enten at det er et tillæg eller et rettelsesblad til hovedstandarden, eller at det er 
indført i hovedstandarden.
DS-betegnelse angives på forsiden.

Overensstemmelse med anden publikation:
Overensstemmelse kan enten være IDT, EQV, NEQ eller MOD

• IDT: Når publikationen er identisk med en given publikation.
• EQV:  Når publikationen teknisk er i overensstemmelse med en given publikation, men  

præsentationen er ændret.
• NEQ:  Når publikationen teknisk eller præsentationsmæssigt ikke er i overensstemmelse med en  

given standard, men udarbejdet på baggrund af denne.
• MOD: Når publikationen er modificeret i forhold til en given publikation.

Første del af denne publikations betegnelse er:  
DS/EN IEC, hvilket betyder, at det er en international standard, der har status som europæisk og dansk standard.

Denne publikations overensstemmelse er:  
IDT med: IEC 62828-1:2017 
IDT med: EN IEC 62828-1:2018

DS-publikationen er på engelsk.

 

This is a preview of "DS/EN IEC 62828-1:20...". Click here to purchase the full version from the ANSI store.

https://webstore.ansi.org/Standards/DS/DSENIEC628282018?source=preview


 
 

 
EUROPEAN STANDARD 

NORME EUROPÉENNE 

EUROPÄISCHE NORM 

 
 EN IEC 62828-1 
  

 
 February 2018 

ICS 17.020; 25.040.40     

English Version 

 Reference conditions and procedures for testing industrial and 
process measurement transmitters - Part 1: General procedures 

for all types of transmitters 
(IEC 62828-1:2017) 

 

Conditions de référence et procédures pour l'essai des 
transmetteurs de mesure industrielle et de processus - 
Partie 1: Procédures générales pour tous les types de 

transmetteurs 
(IEC 62828-1:2017) 

 Referenzbedingungen und Testmethoden für Industrie- und 
Prozessmessgrößenumformer - Teil 1: Allgemeine 
Testmethoden für alle Arten von Messumformern 

(IEC 62828-1:2017) 

This European Standard was approved by CENELEC on 2017-12-15. CENELEC members are bound to comply with the CEN/CENELEC 
Internal Regulations which stipulate the conditions for giving this European Standard the status of a national standard without any alteration. 

Up-to-date lists and bibliographical references concerning such national standards may be obtained on application to the CEN-CENELEC 
Management Centre or to any CENELEC member.  

This European Standard exists in three official versions (English, French, German). A version in any other language made by translation 
under the responsibility of a CENELEC member into its own language and notified to the CEN-CENELEC Management Centre has the 
same status as the official versions. 

CENELEC members are the national electrotechnical committees of Austria, Belgium, Bulgaria, Croatia, Cyprus, the Czech Republic, 
Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, 
Lithuania, Luxembourg, Malta, the Netherlands, Norway, Poland, Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, 
Switzerland, Turkey and the United Kingdom. 

European Committee for Electrotechnical Standardization  
Comité Européen de Normalisation Electrotechnique 

Europäisches Komitee für Elektrotechnische Normung 

CEN-CENELEC Management Centre: Rue de la Science 23,  B-1040 Brussels 

© 2018 CENELEC All rights of exploitation in any form and by any means reserved worldwide for CENELEC Members. 

  Ref. No. EN IEC 62828-1:2018 E 

DS/EN IEC 62828-1:2018

This is a preview of "DS/EN IEC 62828-1:20...". Click here to purchase the full version from the ANSI store.

https://webstore.ansi.org/Standards/DS/DSENIEC628282018?source=preview


EN IEC 62828-1:2018 (E) 
 

2 

European foreword 

The text of document 65B/1100/FDIS, future edition 1 of IEC 62828-1, prepared by IEC/TC 65B 
"Measurement and control devices, of IEC technical committee 65: Industrial-process measurement, 
control and automation" was submitted to the IEC-CENELEC parallel vote and approved by 
CENELEC as EN IEC 62828-1:2018. 
 
The following dates are fixed: 

• latest date by which the document has to be 
implemented at national level by 
publication of an identical national 
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• latest date by which the national 
standards conflicting with the 
document have to be withdrawn 
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EN IEC 62828 (series) supersedes EN 60770 (series). 
 
Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CENELEC shall not be held responsible for identifying any or all such patent rights. 
 

Endorsement notice 

The text of the International Standard IEC 62828-1:2017 was approved by CENELEC as a European 
Standard without any modification. 

In the official version, for Bibliography, the following notes have to be added for the standards indicated: 
 

IEC 61360-4:2005 DB NOTE Harmonized as EN 61360-4:2005 (not modified) 

corrigendum Dec. 2005. 

IEC 61987-14:2016 NOTE Harmonized as EN 61987-14:2016 (not modified). 

IEC 62382:2012 NOTE Harmonized as EN 62382:2013 (not modified). 

CISPR 11:2015 NOTE Harmonized as EN 55011:2016 (modified). 
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Annex ZA  
(normative)  

 
Normative references to international publications  

with their corresponding European publications  
 
The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) 
applies.  
 
NOTE 1   Where an International Publication has been modified by common modifications, indicated by (mod), the relevant 
EN/HD applies.  
 
NOTE 2   Up-to-date information on the latest versions of the European Standards listed in this annex is available here: 
www.cenelec.eu.  
 
Publication Year Title EN/HD Year 
IEC 60068-2-1 -   Environmental testing -- Part 2-1: Tests - 

Test A: Cold 
EN 60068-2-1 -   

IEC 60068-2-2 -   Environmental testing -- Part 2-2: Tests - 
Test B: Dry heat 

EN 60068-2-2 -   

IEC 60068-2-6 -   Environmental testing -- Part 2-6: Tests - 
Test Fc: Vibration (sinusoidal) 

EN 60068-2-6 -   

IEC 60068-2-27 -   Environmental testing -- Part 2-27: Tests - 
Test Ea and guidance: Shock 

EN 60068-2-27 -   

IEC 60068-2-31 -   Environmental testing -- Part 2-31: Tests - 
Test Ec: Rough handling shocks, primarily 
for equipment-type specimens 

EN 60068-2-31 -   

IEC 60068-2-78 -   Environmental testing -- Part 2-78: Tests - 
Test Cab: Damp heat, steady state 

EN 60068-2-78 -   

IEC 60079-10 series  Electrical apparatus for explosive gas 
atmospheres -- Part 10: Classification of 
hazardous areas 

EN 60079-10 series  

IEC 60529 1989  Degrees of protection provided by 
enclosures (IP Code) 

EN 60529 1991  

    +EN 
60529:1991/corrige
ndum May 1993 

1993  

IEC 60529 AMD 1 1999  Degrees of protection provided by 
enclosures (IP_code); Amendment_1 

- -  

IEC 60529 AMD 2 2013  Degrees of protection provided by 
enclosures (IP_code); Amendment_2 

- -  

IEC 60654-1 1993  Industrial-process measurement and 
control equipment - Operating conditions -- 
Part 1: Climatic conditions 

EN 60654-1 1993  

IEC 60654-3 1983  Operating conditions for industrial-process 
measurement and control equipment -- 
Part 3: Mechanical influences 

EN 60654-3 1997  

IEC 60654-4 1987  Operating conditions for industrial-process 
measurement and control equipment -- 
Part 4: Corrosive and erosive influences 

EN 60654-4 1997  

IEC 60721-3-1 -   Classification of environmental conditions -
- Part 3: Classification of groups of 
environmental parameters and their 
severities -- Section 1: Storage 

EN 60721-3-1 -   

IEC 60721-3-2 -   Classification of environmental conditions -
- Part 3: Classification of groups of 
environmental parameters and their 
severities -- Section 2: Transportation 

EN 60721-3-2 -   
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IEC 61010-1 2010  Safety requirements for electrical 
equipment for measurement, control and 
laboratory use -- Part 1: General 
requirements 

EN 61010-1 2010  

IEC 61158 series  Industrial communication networks - 
Fieldbus specifications - Part 1: Overview 
and guidance for the IEC 61158 and IEC 
61784 series 

EN 61158 series  

IEC 61298-1 2008  Process measurement and control devices 
- General methods and procedures for 
evaluating performance -- Part 1: General 
considerations 

EN 61298-1 2008  

IEC 61298-4 2008  Process measurement and control devices 
- General methods and procedures for 
evaluating performance -- Part 4: 
Evaluation report content 

EN 61298-4 2008  

IEC 61499 series  Function blocks -- Part 1: Architecture EN 61499 series  
IEC 61508 series  Functional safety of 

electrical/electronic/programmable 
electronic safety-related systems -- Part 1: 
General requirements 

EN 61508 series  

IEC 61511 series  Functional safety - Safety instrumented 
systems for the process industry sector - 
Part 1: Framework, definitions, system, 
hardware and application programming 
requirements 

EN 61511 series  

IEC 61784-1 -   Industrial communication networks - 
Profiles -- Part 1: Fieldbus profiles 

EN 61784-1 -   

IEC 61784-2 -   Industrial communication networks - 
Profiles - Part 2: Additional fieldbus profiles 
for real-time networks based on ISO/IEC 
8802-3 

EN 61784-2 -   

IEC 61784-5 series  Industrial communication networks - 
Profiles -- Part 5-1: Installation of 
fieldbuses - Installation profiles for CPF 1 

EN 61784-5 series  

IEC 61804-2 -   Function Blocks (FB) for process control -- 
Part 2: Specification of FB concept 

EN 61804-2 -   

IEC 61918  -   Industrial communication networks - 
Installation of communication networks in 
industrial premises 

EN 61918 -   

IEC 61987-11 2016  Industrial-process measurement and 
control - Data structures and elements in 
process equipment catalogues - Part 11: 
List of Properties (LOP) of measuring 
equipment for electronic data exchange - 
Generic structures 

EN 61987-11 2017  

IEC 62061 2005   Safety of machinery - Functional safety of 
safety-related electrical, electronic and 
programmable electronic control systems 

EN 62061 2005 

    +EN 
62061:2005/corrige
ndum Feb. 2010 

2010  

IEC 62262 2002  Degrees of protection provided by 
enclosures for electrical equipment against 
external mechanical impacts (IK code) 

EN 62262 2002  

IEC 62381 2012  Automation systems in the process 
industry - Factory acceptance test (FAT), 
site acceptance test (SAT) and site 
integration test (SIT) 

EN 62381 2012  
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ISO/IEC Guide 98-
3 

2008  Uncertainty of measurement - Part 3: 
Guide to the expression of uncertainty in 
measurement (GUM:1995) 

- -  

ISO/IEC Guide 99 2007  International vocabulary of metrology - 
Basic and general concepts and 
associated terms (VIM) 

- -  
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
REFERENCE CONDITIONS AND PROCEDURES FOR TESTING INDUSTRIAL 

AND PROCESS MEASUREMENT TRANSMITTERS –  
 

Part 1: General procedures for all types of transmitters 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 62828-1 has been prepared by subcommittee 65B: Measurement 
and control devices, of IEC technical committee 65: Industrial-process measurement, control 
and automation. 

The IEC 62828 series cancels and replaces the IEC 60770 series and proposes revisions for 
the IEC 61298 series. 

The text of this International Standard is based on the following documents: 

FDIS Report on voting 

65B/1100/FDIS 65B/1107/RVD 

 
Full information on the voting for the approval of this International Standard can be found in 
the report on voting indicated in the above table. 
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This document has been drafted in accordance with the ISO/IEC Directives, Part 2. 

A list of all parts in the IEC 62828 series, published under the general title Reference 
conditions and procedures for testing industrial and process measurement transmitters, can 
be found on the IEC website. 

The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under "http://webstore.iec.ch" in the data related to 
the specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 

 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct 
understanding of its contents. Users should therefore print this document using a 
colour printer. 
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INTRODUCTION 

Most of the current IEC standards on industrial and process measurement transmitters are 
rather old and were developed having in mind devices based on analogue technologies. 
Today’s digital industrial and process measurement transmitters are quite different from those 
analogue transmitters: they include more functions and newer interfaces, both towards the 
computing section (mostly digital electronic) and towards the measuring section (mostly 
mechanical). Even if some standards dealing with digital process measurement transmitters 
already exist, they are not sufficient, since some aspects of the performance are not covered 
by appropriate test methods. 

In addition, existing IEC test standards for industrial and process measurement transmitters 
are spread over many documents, so that for manufacturers and users it is difficult, 
impractical and time-consuming to identify and select all the standards to be applied to a 
device measuring a specific process quantity (pressure, temperature, flow, level, etc.). 

To help manufacturers and users, it was decided to review, complete and reorganize the 
relevant IEC standards and to create a more suitable, effective and comprehensive standard 
series that provides in a systematic way all the necessary specifications and tests required for 
different industrial and process measurement transmitters. 

To solve the issues mentioned above and to provide an added value for the stakeholders, the 
new standard series on industrial and process measurement transmitters covers the following 
main aspects: 

• Applicable normative references 

• Specific terms and definitions 

• Typical configurations and architectures for the various types of industrial and process 
measurement transmitters 

• Hardware and software aspects 

• Interfaces (to the process, to the operator, to the other measurement and control devices) 

• Physical, mechanical and electrical requirements and relevant tests; clear definition of the 
test categories: type tests, acceptance tests and routine tests 

• Performance (its specification, tests and verification) 

• Environmental protection, hazardous areas application, functional safety, etc. 

• Structure of the technical documentation. 

To cover in a systematic way all the topics to be addressed, the standard series is organized 
in several parts. At the moment of the publication of this document, IEC 62828 consists of the 
following parts: 

• Part 1: General procedures for all types of transmitters 

• Part 2: Specific procedures for pressure transmitters 

• Part 3: Specific procedures for temperature transmitters 

• Part 4: Specific procedures for level transmitters 

• Part 5: Specific procedures for flow transmitters 

In preparing the IEC 62828 series many test procedures were taken, with the necessary 
improvements, from the IEC 61298 series. As the actual IEC 61298 series is applicable to all 
process measurement and control devices, when the IEC 62828 series is completed the 
IEC 61298 series will be revised to harmonise it with the IEC 62828 series, taking out from its 
scope the industrial and process measurement transmitters. During the time when 61298 
scope is being updated, the new series IEC 62828 takes precedence for industrial and 
process measurement transmitters. 

When the IEC 62828 series is published, the IEC 60770 series will be withdrawn.  
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REFERENCE CONDITIONS AND PROCEDURES FOR TESTING INDUSTRIAL 
AND PROCESS MEASUREMENT TRANSMITTERS –  

 
Part 1: General procedures for all types of transmitters 

 
 
 

1 Scope 

This Part of IEC 62828 establishes a general framework for defining reference conditions and 
test procedures applicable to all types of industrial and process measurement transmitters 
(PMTs) used in measuring and control systems for industrial process and machinery. These 
reference test conditions are divided into “standard reference conditions”, which apply when 
determining the accuracy of measurement, and “ambient and process reference conditions”, 
which are used to assess the influence of external quantities on the measurement. 

For the purpose of this document, an analogue PMT is a process measurement transmitter 
with an analogue current or voltage output, irrespective of the technology adopted and the 
complexity of the circuitry. All the other process measurement transmitters, with digital output 
only or with hybrid analogue and digital output (e.g. HART®), are considered to be digital 
PMTs. 

For general test procedures, reference is made to IEC 62828-1, which is applicable to all 
types of industrial and process measurement transmitters. 

Additional specific test procedures for given types of PMTs (pressure, temperature, level, 
flow) are covered by other parts of this series. 

NOTE 1 In industrial and process applications, to indicate the process measurement transmitters it is common 
also to use the terms “industrial transmitters”, or “process transmitters”. 

NOTE 2 For better clarity, when the complete definition “industrial and process measurement transmitter” makes 
the sentence too long in this document, the short term “transmitter” is used instead. 

Proximity devices with analogue output are excluded from the scope of this document. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their 
content constitutes requirements of this document. For dated references, only the edition 
cited applies. For undated references, the latest edition of the referenced document (including 
any amendments) applies. 

IEC 60068-2-1, Environmental testing – Part 2-1: Tests – Test A: Cold 

IEC 60068-2-2, Environmental testing – Part 2-2: Tests – Test B: Dry heat 

IEC 60068-2-6, Environmental testing – Part 2-6: Tests – Test Fc: Vibration (sinusoidal) 

IEC 60068-2-27,  Environmental testing – Part 2-27: Tests – Test Ea and guidance: Shock 

IEC 60068-2-31, Environmental testing – Part 2-31: Tests – Test Ec: Rough handling shocks, 
primarily for equipment-type specimens 

IEC 60068-2-78, Environmental testing – Part 2-78: Tests – Test Cab: Damp heat, steady 
state 
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IEC 60079-10 (all parts): Explosive atmospheres – Part 10: Classification of areas 

IEC 60529:1989, Degrees of protection provided by enclosures (IP Code)  
IEC 60529:1989/AMD1:1999 
IEC 60529:1989/AMD2:2013 

IEC 60654-1:1993, Industrial-process measurement and control equipment – Operating 
conditions – Part 1: Climatic conditions 

IEC 60654-3:1983, Operating conditions for industrial-process measurement and control 
equipment – Part 3: Mechanical influences 

IEC 60654-4:1987, Operating conditions for industrial-process measurement and control 
equipment – Part 4: Corrosive and erosive influences 

IEC 60721-3-1, Classification of environmental conditions – Part 3: Classification of groups of 
environmental parameters and their severities – Section 1: Storage 

IEC 60721-3-2, Classification of environmental conditions – Part 3: Classification of groups of 
environmental parameters and their severities – Section 2: Transportation 

IEC 61010-1:2010, Safety requirements for electrical equipment for measurement, control, 
and laboratory use – Part 1: General requirements 

IEC 61158 (all parts), Industrial communication networks – Fieldbus specifications 

IEC 61298-1:2008, Process measurement and control devices – General methods and 
procedures for evaluating performance – Part 1: General considerations 

IEC 61298-4:2008, Process measurement and control devices – General methods and 
procedures for evaluating performance – Part 4: Evaluation report content 

IEC 61499 (all parts), Function blocks 

IEC 61508 (all parts), Functional safety of electrical/electronic/programmable electronic 
safety-related systems 

IEC 61511 (all parts), Functional safety – Safety instrumented systems for the process 
industry sector 

IEC 61784-1, Industrial communication networks – Profiles – Part 1: Fieldbus profiles 

IEC 61784-2, Industrial communication networks – Profiles – Part 2: Additional fieldbus 
profiles for real-time networks based on ISO/IEC 8802-3 

IEC 61784-5 (all parts), Industrial communication networks – Profiles – Part 5: Installation of 
fieldbuses 

IEC 61804-2, Function blocks (FB) for process control – Part 2: Specification of FB concept 

IEC 61918, Industrial communication networks – Installation of communication networks in 
industrial premises 

IEC 61987-11:2016, Industrial-process measurement and control – Data structures and 
elements in process equipment catalogues – Part 11: List of properties (LOPs) of measuring 
equipment for electronic data exchange – Generic structures 
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IEC 62061:2005, Safety of machinery – Functional safety of safety-related electrical, 
electronic and programmable electronic control systems 

IEC 62262:2002, Degrees of protection provided by enclosures for electrical equipment 
against external mechanical impacts (IK Code) 

IEC 62381:2012, Automation systems in the process industry – Factory acceptance test 
(FAT), site acceptance test (SAT) and site integration test (SIT) 

ISO/IEC Guide 98-3:2008, Uncertainty of measurement – Part 3: Guide to the expression of 
uncertainty in measurement (GUM:1995)  

ISO/IEC Guide 99:2007, International vocabulary of metrology – Basic and general concepts 
and associated terms (VIM:2007) 
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